
Barlow Water Improvement District  

System Report 

For June 21, 2025 Board Meeting 
 

 

May 2025 Water Pumped - Physical readings taken on 06/19/2025 
 

Well #2 – NOT IN OPERATION 

              Well #4 – 26,576 gallons – 3.5hrs – 126.5 gpm 

     Well #6 – 8,713,125 gallons – 369.3 hrs – 393.2gpm 

              Well #7-   NOT IN OPERATION 

              Total -    8,739,701 - 372.8 hrs 

    Average daily use – 174,794 gallons (50 Days) (Last read 4/30 + meeting late June) 

 

 

Energy Cost May 2025 – $2516.17 – | KWH 17191 | Total demand charge $770.60 Well # 6 

and Well #7 
 

Energy Cost May 2024 - $1832.99 | KHW 14246 | Total demand charge $491.92   

Well#6  

 

     
 
 


